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PROPERTY OWNER/CONTRACTOR RESPFONSIBLE FOR COMFLIANCE.

STUB—0OUT SPECIFICATIONS:
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STUB—QUTS TO EXTEND 2" TG 4" BEYOND THE FINISHED WALL

REVERSE LAYOUT FOR THE RIGHT SIDE GAS RISER,

MAXIMUM OF 40 METERS IN ONE HEADER.

WHERE POSSIBLE, RACK METERS ONLY TWQ RQOWS HIGH.

IF HOUSE METER IS QVER 400 C.F.H., M CANNOT BE INCLUDED IN THE HEADER.
USE BRASS TAGS ON EACH HOUSE LINE WITH UNIT NUMBERS OF ADDRESS

GAS SERVICE RISER SHALL BE 10" FROM THE FACE OF THE BUILDING, WALL, FENCE, ETC.

FOR METER GCABINET REQUIREMENTS, SEE STANDARD DRAWING A—990 (SD—A—990).

This information is available by request to the Long Beach Energy Engineering and Construction Bureau at

(562) 570-2085 or Visit our website at www.lbenergy.org
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